Experimental investigation and dynamic modeling of an air-to-water residential heat pump with vapor injection and variable speed scroll compressor by Dechesne, Bertrand et al.
 Experimental investigation and dynamic modeling of an      
air-to-water residential heat pump with vapor injection and 
variable speed scroll compressor 
Bertrand Dechesnea*, Samuel Gendebiena, Vincent Lemorta, Stéphane Bertagnoliob 
aUniversity of Liege, Aerospace and Mechanical Engineering Department, Thermodynamics 
Laboratory, Allée de la Découverte 17, B-4000 Liege, Belgium 
bEmerson Climate Technologies, Aachen, Germany 
Abstract 
This paper presents experimental results of a residential air source heat pump using a scroll compressor with 
variable speed and vapor injection. The system is modeled using the Modelica language and a comparison with 
the experimental results is performed. It was shown that there is still room for improvement on the control of the 
system. In fact, the tested gain scheduled PID controller showed limitation to maintain a low and steady superheat 
on both the suction and injection lines due to dynamics associated to the vapor split line or heat exchangers. The 
presented model of the system could be used in order to develop model based control and increase the system 
performances.   
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1. Introduction 
Ever-increasing power of computational packages and processors allows engineers to develop more advanced 
control strategies, the field of vapor compression system is no exception to the rule. Dynamic modeling helps to 
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develop and test these new control strategies in order to increase the system performances. In this field, 
Rasmussen et al. provides a deep literature review and a complete simulation tutorial for the dynamic modeling 
of vapor compression cycles ([1] and [2]). Hongtao et al. ([3] and [4]) studied a flash tank injection heat pump 
and developed a model in Modelica language. However, the studied compressor is a fixed speed scroll 
compressor. In [4], the authors presented the validation of their dynamic models for both system start-up and 
shut-down procedures. Jiazhen et al. [5] evaluated the steady-state and transient behavior of a heat pump working 
with different low-GWP refrigerants (R32 and D2Y60). In 2011, Li et al. [6] developed a dynamic model of a 
R134a automotive air-conditioning and showed the refrigerant mass migration during start-up and shut-down 
operations. 
This paper presents experimental results and a Modelica-based dynamic model of an air source heat pump 
(ASHP) using a variable speed vapor injection scroll compressor and R410A as working fluid. This model is 
based on the open-source and open-access ThermoCycle library [7] for the model components and CoolProp for 
the fluid thermodynamic properties [8]. An empirical model of the vapor injection scroll compressor is developed 
using empirical correlations for the volumetric efficiency, isentropic efficiency and the ratio between the injection 
and suction mass flow rates. PID controllers are used to control the needle position of the electronic expansion 
valve in order to obtain a target superheat on the injection line and at the exhaust of the evaporator. 
Table 1. List of subscripts 
Subscripts    

























Injection electronic expansion valve 
Outdoor electronic expansion valve 
 
 
2. Experimental investigation 
2.1. System overview 
The studied system is a residential air-to-water heat pump. The compressor is variable speed and uses vapor 
injection in order to achieve higher pressure ratios and condensing pressures. The system is an internal heat 
exchanger (i.e. economizer) injection cycle type and is composed of two separated units (indoor and outdoor). 
The outdoor unit is composed of the evaporator and the main electronic expansion valve. Between these two 
units, split lines are present, one of these is the vapor line, between the evaporator and the compressor suction. 
The other one is the liquid split line and is located between the exhaust of the drive cooler and the inlet of the 
outdoor electronic expansion valve. These split lines can reach up to 20 meters and have a major impact on the 
system dynamics. The drive cooler is a small heat exchanger made up of an aluminium plate in contact with both 
refrigerant tubes and the drive electronic circuit in order to cool down the latter. 
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2.2. Test bench description 
The present section aims at describing the apparatus developed to carry out experimental investigations on the 
air-to-water heat pump. A schematic representation of the test bench is given in Fig. 1. The blue and red 
refrigerant lines are respectively only used in cooling or heating mode. However, in the rest of the paper, the 
reversible heat pump is supposed to work only in heating mode.  
2.2.1. Outdoor room 
 
The outdoor unit is installed in a room where conditions are controlled in terms of both humidity and 
temperature. Relative humidity is controlled by the use of electrical steam generators (humidifier). It is also 
possible to control with precision the outdoor air temperature by means of a set of variable electrical resistances. 
Outdoor unit conditions are controlled by means of a PID integrated in the Labview controller. An air mixing fan 
is used to ensure conditions homogeneity all over the outdoor room. The relative humidities at the inlet and at 
the outlet of the outdoor air stream passing through the air evaporator are measured by means of relative humidity 
sensors with an accuracy of ± 1.5 percent points. 
 
Figure 1: Schematic representation of the test bench 
2.2.2. Refrigerant loop 
 
The refrigerant loop is controlled by means of a ModBus Interface, which implies the adjustment of the 
rotational speed of the air evaporator fan, of the scroll compressor, the openings of the expansion valves as well 
as the four-ways valves. The drive cooler is an additional heat exchanger installed to cool down the power 
electronic used for the variation of the compressor speed. 
 
Conditions in terms of temperature and absolute pressure are measured at the supply/exhaust of each 
Bertrand Dechesne / 12th IEA Heat Pump Conference00 (2017) 000–000 
4 
 
component of the refrigerant loop. Temperatures are determined by means of sensor pocket (type T 
thermocouple) with accuracy of ±0.3 K. Used absolute pressure sensors show the following characteristics:  
- Operating range of 0-20 bar for the sensor used at the supply of the compressor with an accuracy of 1% 
of the full scale range, 
- Operating range of 0-30 bar for sensors used for measuring the low and intermediate pressure level with 
an accuracy of ±1% of the full scale range, 
- Operating range of 0-50 bar for sensors used for measuring the high pressure with an accuracy of ±0.5% 
of the full scale range. 
 
The refrigerant flow rate at the exhaust of the condenser is measured by means of a Coriolis flow meter with 
an absolute error varying between 0.3 and 1.5g/s (depending on the measured flow rate). Error related to the use 
of flow meter used for the determination of the refrigerant flow rate passing through the high pressure side 
economizer varies between 0.33 and 1.7 g/s (also depending on the measured flow rate). 
2.2.3. Water loop 
 
Water flow rate passing through the condenser is controlled by adjusting the rotational speed of the water 
pump. The water temperature at the supply of the condenser is adjusted by a PID controlling the opening of a 
three-ways valve. This latter is supposed to mix a flow rate coming from the exhaust of the condenser and another 
one coming from the water tank. This latter is used as a heat sink that can be either cooled continuously by means 
of tap water or heated up via variable electrical resistances. Given the low temperature difference between the 
supply and the exhaust of the condenser (between 3 and 10K), PT100 with accuracy of ±0.1 K have been preferred 
instead of type T thermocouple. Water flow rate is determined by means of an impulse water meter (4 pulses per 
liter).   
Table 2. List of sensors 
Sensors Error 
Type T thermocouples ±0.3 K 
PT100 class 1/10 DIN 
Keller 0-20 bar absolute pressure 
±0.1 K 
±0.2 bar 
Keller 0-30 bar absolute pressure 
Keller 0-50 bar absolute pressure 
Krohne Optimass 6000 
Emerson micro-motion CMF025 
Impulse water meter 
±0.3 bar 
±0.25 bar 
±0.33 to 1.7g/s 
±0.3 to 1.5g/s 
4 pulses per liter 
 
3. Experimental results 
This section aims at presenting the experimental results as well as highlighting the possible improvements of 
the heat pump. The advantages of the variable speed and the injection are also presented. The heat pump was 
tested in a wide variety of working conditions presented in Tab. 3. The condensing and evaporating temperature 
are defined for a quality of 1 and respectively the pressure at the condenser inlet and at the evaporator exhaust.  
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Table 3. Testing conditions ranges 
Variables Min. Value Max Value 
Compressor speed [rpm] 3000 7000 
Water inlet temperature [°C] 30.6 56.2 
Water temperature increase [K] 4.3 9.5 
Outside air temperature [°C] -3 35 
Condensing temperature [°C] 38 62 
Heating capacity [W] 6200 12100 
Evaporating temperature [°C] -15.4 16.8 
3.1. Partial load results 
Having a variable speed compressor allows the heating capacity to be varied by controlling the compressor 
speed and is supposed to maintain system performance at partial load. Fig. 2 shows the variation of the second 
law coefficient of performance (𝐶𝑂𝑃𝐼𝐼) of the heat pump as a function of the rotational speed of the compressor. 
The 𝐶𝑂𝑃𝐼𝐼 is the ratio of the actual COP of the system to the Carnot COP defined in the same working conditions 
as the studied system. The heat source and heat sink temperatures for the calculation of the Carnot COP were 
chosen to be the condensing and evaporating temperatures of the system as defined in the previous section.  
It can be conclude that for a rotational speed varying between 3500 and 7000 rpm, the performance of the 
system is not significantly impacted. 
 
Figure 2: Second law COP vs compressor rotational speed 
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3.2. Winter conditions 
The main advantage of the injection is to lower the discharge temperature and thus allow the compressor to 
work with higher pressure ratio. The system should then be able to produce high temperature domestic hot water 
even under winter conditions. The heat pump was tested under an outside temperature of -3°C and a supply water 
temperature of 55°C at the condenser inlet. The system performances for a maximum rotational speed of 7000 
rpm are given in Tab. 4. 
Table 4. Winter conditions performances 
Variables Value 
Compressor speed [rpm] 7000  ± 140 
COP [-] 2.28 ± 0.15 
Compressor discharge temperature [°C] 127.7 ± 0.1 
Water inlet temperature [°C] 55.0  ± 0.1 
Water outlet temperature [°C] 59.4 ± 0.3 
Outside air temperature [°C] -3 ± 0.3 
Heating capacity [W] 8265 ± 364 
 
The system is thus capable of providing a heating capacity of more than 8 kW by heating water to about 60°C 
with a COP of 2.28 and for an outside temperature of -3°C.   
3.3. Superheat control 
Figure 3: Superheat control for steady operating conditions 
Figure 3 shows experimental results where the control of the superheat can be observed. The first graph shows 
that the working conditions of the system are fixed as the rotational speed, the water inlet temperature and the 
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outside air temperature are almost constant. However, it can be seen that the control of both superheats, on the 
suction and injection lines, is not optimum as the superheats are not stabilized. This is due to the fact that the 
current control uses a decoupled adaptive PID controller with no feed-forward action. The control of the 
superheat, especially on the suction line is made difficult by the presence of the suction line which has a 
significant impact on the response of the superheat at the suction of the compressor for a given variation of the 
valve opening.  
 
It can be concluded that, because of the complexity of the system, the current controller could be improved. 
In this context, a dynamic model of the heat pump was developed in order to design more advanced control 
strategies. 
4. Modeling 
This section presents the dynamic model of the heat pump, developed in the Modelica language. The main 
components of the systems are described.  
4.1. Compressor 
The proposed model uses a set of five dimensionless polynomials to predict the compressor behavior. The 
compressor model is treated as quasi steady-state, in fact, the time constants associated to the compressor 
dynamics are very small compared to those associated with heat exchangers and charge distribution [5]. The 
inputs of the compressor polynomials are the rotational speed 𝑟𝑝𝑚 and the three pressure levels, i.e. the suction 
pressure 𝑃𝑠𝑢, injection pressure 𝑃𝑖𝑛𝑗  and discharge pressure 𝑃𝑒𝑥  or combinations of these pressures, i.e. 
 





, the total pressure ratio (1) 





, the injection pressure ratio (2) 
 
The mass flow rates, exhaust state and compressor consumption can be computed thanks to the five 
polynomials which are the volumetric and isentropic efficiencies (𝜂𝑣 and 𝜂𝑠), the drive efficiency (𝜂𝑑𝑟𝑖𝑣𝑒), the 
injection ratio (𝑋𝑖𝑛𝑗) and the losses ratio (𝑋𝑙𝑜𝑠𝑠). Finally, the model can be written as follows: 
 
?̇?𝑟,𝑠𝑢 = 𝜀𝑣(𝑟𝑝𝑚, 𝑃𝑠𝑢 , 𝑃𝑖𝑛𝑗 , 𝑃𝑒𝑥) . 𝜌𝑟,𝑠𝑢 . 𝑉𝑠 . 𝑁𝑟𝑜𝑡 
 
(3) 
?̇?𝑟,𝑖𝑛𝑗 = 𝑋𝑖𝑛𝑗(𝑟𝑝𝑚, 𝑃𝑠𝑢 , 𝑃𝑖𝑛𝑗 , 𝑃𝑒𝑥) . ?̇?𝑟,𝑠𝑢  (4) 
?̇?𝑖𝑛 =  
?̇?𝑠
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?̇?𝑒𝑙 =  
?̇?𝑖𝑛









Where ?̇?𝑖𝑛 is the electrical power delivered to the compressor motor and ?̇?𝑠 the isentropic power. This latter 
is composed of two terms related to the isentropic compression of two separate volumes performing the 
compression process from the suction to the discharge pressure for the first one and from the injection to the 
discharge pressure for the second one. This model has been calibrated with manufacturer data and proved to 
predict the performance, mass flow rates and exhaust state accurately for two different scroll compressors as 
presented in more details in [10].  
4.2. Heat exchangers and split lines 
Heat exchanger models are based on the finite volume method where the energy and mass conservation 
equations are applied to several cells connected in series, more information can be found in [7]. The dynamics 
taken into account in this model comes from the metal wall and the volume of fluid enclosed in the heat 
exchanger. 
 
The fluid cells are thus connected to a metal wall with which heat is exchanged. However, no longitudinal 
conduction is taken into account. The main parameters of the dynamic heat exchangers models are the number 
of cells on each side, geometrical features such as the heat transfer area and the heat transfer coefficients (HTC) 
between both fluids and the metal wall. Different options are implemented to take into account the variation of 
the HTC (see [7]), in this case, a constant HTC in each zone (subcooled – two phase - superheated) was chosen. 
In fact, it was shown in [10] that, due to the low pinch point values, the heat transfer coefficient variations do not 
affect greatly the predicted heat transfer rate. This heat exchanger model is used for the condenser and 
economizer. About the drive cooler heat exchanger, due to its small size, no dynamics is assumed and the drive 
losses are directly injected into the refrigerant stream.  
 
The split lines model is based on the same fluid cells, which are also connected in series and to a metal wall 
representing the split line tube. These split lines are however buried in the ground in residential applications and 
are thus assumed to be adiabatic. 
 
The evaporator model takes into account the moist air condensation using the Lewis analogy. Similarly to the 
condenser and economizer models, the refrigerant flow is divided into n fluid cells connected in series. In order 
to model the cross-flow heat exchanger, the air flow rate is divided into n cells in parallel. In this configuration, 
each air cell exchanges heat with one of the refrigerant cell. The temperature difference between the inlet and 
outlet of a refrigerant cell is quite small as the cells on the refrigerant side are in series, however, this remark is 
not correct on the air side as the cells are in parallel. The sensible heat exchange rate is thus computed using the 
𝜀 − 𝑁𝑇𝑈 method and the latent heat exchange rate is determined via the Lewis analogy. 
  
The structure of the Modelica model is shown in Fig. 4. Fig.4 (a) presents the model of the refrigerant fluid 
flow which is connected to a thermal inertia represented as a metal wall. This wall is connected on the other end 
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to the air cells connected in parallel. Fig.4 (b) shows the air side model with n cells in parallel. The linear pressure 
drop on the air side is directly implemented in the cell as a function of the air mass flow rate. 
 
A frost model is implemented in the moist air cell. This model is based on the work of Hermes et al. [14] and 
Lee et al. [9]. Most of the models in the literature are based on a series of assumptions: 
 All processes (mass and heat transfer) are treated as a quasi-steady state and one dimensional 
phenomenon; 
 The frost density is a layer-averaged value at any moment; 
 The air pressure is uniform in the air stream and within the frost layer; 
 The thermal conductivity of frost is a function of density; 
 The frost thickness was assumed uniform along the wall; 
 The Lewis analogy (analogy between heat and mass transfer) is applicable 
 
Most of the models consist in dividing the overall mass flux into two parts, called the growth ?̇?𝑔 (contributing 







Figure 4: Evaporator Modelica model structure 
4.3. Expansion devices 
The expansion valve is an important component of vapor compression systems. In fact, the control of the 
superheat is possible by varying the valve opening.  
 
Several electronic expansion valve (EEV) models are available in the literature. Bach et al. [18] developed a 
dimensionless law for the valve mass flow using the Buckingham PI-theorem. This law is valid for two-phase 
inlet conditions and for two refrigerants (R410a and R404a). Park et al. [20] also presented empirical laws for an 
EEV working with either R22 or R410a. The correlation yielded satisfactory predictions within a relative 
deviation of 15.0%. In the frame of this work, a new correlation for the coefficient of correction 𝐶𝑑 was developed 
thanks to the experimental campaign results. The mass flow rate passing through the valve is calculated as 
follows: 
Bertrand Dechesne / 12th IEA Heat Pump Conference00 (2017) 000–000 
10 
 
?̇?𝐸𝐸𝑉 = 𝐶𝑑  . 𝐴𝑓𝑢𝑙𝑙  . √2 .  𝜌𝑠𝑢,𝐸𝐸𝑉  .  Δ𝑃𝐸𝐸𝑉  (9) 
 
Where  
 𝐴𝑓𝑢𝑙𝑙 is the valve full opening and was measured, for both the main and injection expansion valve, 
on a laser cut expansion valve (see Fig. 5); 
 𝜌𝑠𝑢,𝐸𝐸𝑉 is the density at the valve suction; 
 Δ𝑃𝐸𝐸𝑉 is the pressure difference between the inlet and outlet of the valve. 
 
Figure 5: Cut expansion valves 
As stated here above, the electronic expansion valves (EEV) have been studied by numerous authors. 
However, the correlations developed by Bach [11] and Park [12] were not adapted for the system studied in this 
paper. New correlations were developed for the discharge coefficient 𝐶𝑑of both the injection and outdoor EEVs 
thanks to experimental data. The goal is to develop a simple model of the valve for control and not develop a 
general one that is valid for different types of valve or fluid. The mass flow is calculated via Eq.9 with a 
coefficient of determination given by the following equation: 
 
Cd = a0 . π1
a1 . π2
𝑎2    
 
(10) 
Where 𝜋1  and 𝜋2  are two dimensionless groups respectively equal to the inlet pressure over the critical 
pressure and the effective area over the full opening area of the valve. The parameters are given in Tab.5, the 
mass flow is determined with a maximum error of 8% and a standard deviation of respectively 4.2 and 5.5% for 
the outdoor and injection expansion valves. 
Table 5. Expansion valves parameters 
Parameters IEEV OEEV 
Afull  [m²] 1.227E-6 4.524E-6 
a0  [m-1] 0.3048 0.4029 
a1  [-] -0.3834 -0.3834 
a2  [-] 0.493 1.022 
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4.4. Liquid receiver 
This tank is placed at the exhaust of the condenser and is filled with saturated liquid and vapor. The liquid 
receiver is considered as one control volume and modeled using the energy and mass conservation principles 
assuming thermodynamic equilibrium at all times inside the control volume. The refrigerant charge is imposed 
by the initial conditions in the heat exchangers, split lines and tank. Hence, by varying the initial level in the 
liquid receiver, it is possible to adjust the total refrigerant charge in the cycle without changing the working 
conditions 
5. Conclusions and future work 
The experimental investigation showed that the studied system is able to provide domestic hot water even for 
severe winter conditions. It was shown that the performance at partial load is not decreasing significantly thanks 
to the variable speed compressor.  
 
Moreover, the control of the superheat, both for the injection and suction line could be improved. This is due 
to the complex dynamics associated with the vapor split line, the evaporator and the economizer. Furthermore, 
these systems are coupled and interact with each other. 
 
This last observation yield to the conclusion that a dynamic model was needed in order to develop more 
advanced control. Based on Park [12], two sets of parameters were determined for the injection and outdoor 
electronic injection valve in order to predict the mass flow rate with a maximum error of 8%. The developed 
dynamic model will help, after validation, to develop new control strategies (e.g. model base or model predictive 
control) and improve the decoupled adaptive PID controller that was tested in this study. 
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